Tender # IT/21/19-20
6. Technical specifications / BoQ (Single Job)

- : Compliance | Rate | Amount
Specifications QTY | ™ (Yes/No)
Capacity KVA | 20 Vs
Brand Vertiv / APC or equivalent VERT7V
' 380/400/415
=5
| Voltage (Line voltage) 7€
PR Voltage Range | 380 -400 VAC YEs
Frequency 40/70 Hz + 6% JES
380/400/415
VEL
B Voltage (Line voltage) ik
it Frequency 50/60 Hz + 1% JES
Wave Form Sine Wave SES
Dry, Y ES
- | Type Maintenance SES
Battery Free
: Battery 15 Minutes or o
Capacity higher
' R Under / Over o ™
Protectlon Full Protection Voltage NES B / |
Spike / Surge L/g( 990 %(7- 70752/
Suppression. - o/
‘Overload, Short 1 Ve _ /
Protection | Full Protection | Circuit e
Phase 3 Phase Configurable for .
400 or 415V 3
Phase nominal
output voltage
DB-9 RS-232, RJ-
Interface Port 45 10/100 Base
Multi-function
LCD status and
Communications eOfiEOl endole
& Management A_u ¢table and
visible alarms
Emergency
Power Off (EPO)
SNMP Card for
Monitoring
3 Years
Warranty ggg?tzrehenswe JEE
warranty

Provision & Commissioning of 20KVA UPS
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including
batteries

Ten

der # 1T/21/19-20

Installation and
Commissioning

Complete installation of the UPS
including all material
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b

V’ta' FKR. 990,952 /-

SST for Job iy
17% GST for S%plies PRR. /68, 377/’
~_Grand Total Amount

PAR- 1158, 829 /-

Grand Total Amount Rupees (in words)
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Provision & Commissioning of 20KVA UPS
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Stamp & Signature
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